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A sump pit and pump removes water from around the house wall and footing drainage systems to prevent 

water from flooding the basement.  

Below is a drawing that illustrates a typical sump pump installation with connection to the storm sewer. If 

your property does not have a storm sewer connection, then the sump pump may discharge the water into 

a dry well or a drainage ditch. The sump pump must NOT to be connected into the sanitary sewer.  

Doing it right! 

SUMP PUMPS  

Provide clean bedding 

and cover for 12”  

surrounding pipe 

4” Weeping Tile poured 

through footing 

4” PVCD pipe with sealed joints 

connected to storm sewer 

1 1/2” to 4” reducing union  

to join 1 1/2” ABS to 4” PVCD  

Secure pipes at threaded union, check valve 

and change in directions to prevent rupture.  

Install threaded union, check valve (and 

optional shut off valve) in order of flow. 

Provide an air tight and 

child resistant lid 

22.5" Ø x 30" deep sump pit  

directly collecting wall and footing 

drainage systems  

Submersible sump pump 
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8”  
Poured in place 1 1/2” ABS sleeve  


